Addendum No.1
Central Tender 24/2010 
Telemetric Water Resources Observation Network (TeWaRON)

Attached find one page containing  answers to inquiries raised by Bidders. 

This addendum shall be considered as an integral part of the Tender                      Documents.

Eng. Mohammad Khaled Alhazaimeh

Chairman of Central Tenders Committee

Director General

cc.  Minister of water and irrigation/ WAJ.

        Minister of Public Works & Housing

        Internal Monitoring Unit Director

        Biddings Director 
        File No. (24/2010)
Subject: Central Tender 24/2010

Telemetric Water Resources Observation Network (TeWaRON)

Answers to Inquiries

Dears,

Referring to your questions, please find the answers below:

Q1:Site visit to determine civil works- When can it be planned? Any rep. from the Comp. to accompany us ?

A1: it can plan any time by coordination with the ministry of Water and Irrigation.

Q2:Operation and Maintenance Costs- please Clarify .Is it only provision of only SOPs for each area? Any hardware required, eg. Spare parts? Warranty is only for one year- Pls confirm.

A2: : according to Position 4D O&M it is for two years and the vendors shall provide a detailed prevent and maintenance program according to the international or and manufacturer of the devices standard, means to provide full program include the visits .

Q3:P11-Unix-based?Assume Windows OS can be used…

A3:Unix Or Linux-based is preferable

Q4:Pg.11 Local CPS provider- should the date package be purchased by us for the entire two years of operation? Assume Orange/Zain can be used.

A4: Orange or Zain can be used.
Q5:What do you mean by" Vandalism" in "Table of Location'? 
 A5:to be protected from vandalism.

Q6:Is this project a complete replacement of all existing systems? Or a grassroots project?  
A6: it is not to be replaced the current project, it is grassroots project .

Q7:Robust plastic Housing shelter mentioned only for Wadi stations and meteorological stations? Is it required for GW stations-it's specified in the" table of Location"? Any standards for the housing- Material…? For the GW stations, only aluminum housing mentioned for the data loggers…    

A7 : the specification as mentioned in tender document.

Q8: Assume no site protection required from contractor- it's all secured? Fencing , walls…?

A8: not all fenced and no walls for all, it can be visited.

Q9:Assume SIM card mentioned in the technical BOQ is to be obtained from the local CSP provider.
A9:Yes SIM card can be provided by MWI.

Q10: What do You mean by "Upgrade for GW station no.4' in Pg.? Is it to increase the signal strength? It's not present for others…

Q10:  yes, the signal is poor

