ADDENDUM No.4
KOFRANJA WASTEWATER TREATMENT PLANT

Central Tender No. (253/2008)

1- Find enclosed herewith two pages containing answers to the queries raised by Tenderers. 
2- Tenders must be submitted in accordance with the /Tender Documents, before 12:00 noon, Jordan local time on 15th,September 2010 instead of 1st,September, 2010 to Government Tenders Directorate, at the address listed in the Invitation to Tender.
You are kindly requested to confirm receipt of this addendum. 

This addendum shall be considered as an integral part to the Tender Documents.
Eng. Mohammad Khaled Alhazaimeh

Chairman of Central Tenders Committee

Director General

CC  : Minister of Public Works and Housing
       : Minister of Water and Irrigation/ WAJ.

       : Internal Monitoring Unit

       : KfW

      :  Bidding Director 
       : File No. (253/2008
العطاء المركزي رقم (253/2008) الخاص بإنشاء  محطة تنقية كفرنجة
الاجابة على اسئلة واستفسارات المناقصين لتنفيذ أعمال العطاء اعلاه.
Addendum No.4

Project: Construction of Kofranja Wastewater Treatment Plant 

              Tender No. (253/2008)

Q1: Grease Removal: in the design of the Grit Chamber Equipment and Grit Bridge in the Mechanical Technical Specification 2.2, there is no grease removal system which could lead to some problems in the activated sludge tank. Please advise if we need to add a greases removal system with bl1owers/diffusers for the pretreatment.

A1: This is not required and not included.

Q2: UV Disinfection Equipment: the design criteria for the UV System in the Mechanical Specification 2.9.2 specifies that the inlet water to the UV reactor shall have a TSS value 60mg/l. however, the TSS value after sand filtration is normally much lower than 60mg/l which is very high to disinfect. Please confirm that the TSS value <20mg/l at the inlet of UV reactor.

A2: It clearly states in the specification the TSS will be less than 60mg/l

 Q3: Odor Control: As per the Mechanical Technical Specification 2.1.9, additional information is needed on the air characteristics such as: air flow, fouled air quality, and the treated air quality in order to select an appropriate biofilter. Please clarify.
A3: The air flow required is a function of design.

The air quality will depend on factors such as flow, temperature, sewage content, etc. and is a function of the contractors design. 

Q4: Sludge Dewatering Centrifuge: Please provide us with the additional information which is needed for the centrifuge:

a- Quality of sludge upstream centrifuge

· %MV (Percent of volatile matter)

· Dryness gss/l

A4: a: This information is given in the specification Clause 2.7
b- Minimum required dryness % (w/w); confirm if 20% or 26%. Both values are specified in the design criteria of Mechanical Specification 2.7.4.
A4: b: With Polymer a dryness of 26% is expected and without Polymer 20% dryness.

Q5: Polymer Dosing Unit: Please specify the dosage required for the polymer preparation unit for dewatering in Mechanical Technical Specification 2.7.7

A5: this is given in Clause 2.7 and will be a function of the contractors design.

Q6: Please advise us if excavated materials unsuitable for backfilling is to be dumped away within the site or outside. What will be the approximate haulage distance?

A6: "Wet" or organic wastes, such as wastewater sludge, oils or contaminated soil shall be transported to the Al Ekdar landfill. 40km from Anjara.

Other "dry" non contaminated wastes suitable for land disposal shall be transported and filled into a location within the Municipality as agreed with the Municipality Authorities.

The contractor shall be responsible for obtaining all the necessary permits.

Q7: We kindly request an additional extension of four to six weeks to be granted for the submission of bids.
A7: No Extension in time for the submission of the technical and financial offer
Q8: Is it allowable to issue two separate bid bonds both in the name of the JV OTV/ EC each in the value of JD 100,000 (i.e. totaling 200,000 in value)

A8: No it is not allowed, it should be one bid bond of JD 200,000.

Q9:  We believe there is an error in the text of the bid bond. The text mentions article 30.2 (which does not exist in the tender documents) – shouldn’t it be 31.2 instead?

A9: Yes, it is article 31.2.

